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IF_IN _DOUBT—ASK

FIRST W.O.

EXCITER ROTOR

ROTATING RECTIFIER

EXCITER STATOR

m_ DETAILS OF THE

MAIN STATOR AND
MAIN TERMINAL
ARE SHOWN ON
SEPARATE
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HAND TRIMMER (when fitted) \ ! =3 '
REMOVE LINK ACROSS 1 & 2 LOW VOLTAGE ! !
THE USE OF TWO CORE INSULATED OPERATION MODE | =4 |
SCREENED CABLE IS RECOMMENDED. FOR 110-120V . SX460 !
CONNECT SCREEN TO AVR AVR INPUT
TERMINAL 2 ONLY. LUNK 3 & 4 | |
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